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LEGAL NOTICE

This report was prepared as aresult of work sponsored by the California Energy
Commission (Commission). It does not necessarily represent the views of the
Commission, its employees, or the sate of Cdifornia. The Commission, the Sate
of Cdifornia, its employees, contractors, and subcontractors make no warranty,
express or implied, and assume no legd liability for the information in this report;
nor does any party represent that the use of this information will not infringe upon
privately owned rights. This report has not been approved or disapproved by the
Commission nor has the Commission passed upon the accuracy or adequacy of
the information in this report.



PREFACE

The Public Interest Energy Research (PIER) Program supports public interest energy research
and development that will help improve the qudity of lifein Cdiforniaby bringing
environmentally safe, affordable and reliable energy services and products to the marketplace.

The PIER Program, managed by the Cdifornia Energy Commission (Commission), annudly
awards up to $62 million of which $2 million/year is dlocated to the Energy Innovation Small
Grant (EISG) Program for grants. The EISG Program is administered by the San Diego State
University Foundation under contract to the Cdifornia State University which is under contract
to the Commission.

The EISG Program conducts four solicitations a year and awards grants up to $75,000 for
promising proof- of-concept energy research.

PIER funding efforts are focused on the following six RD&D program arees.
- Reddentid and Commercid Building End-Use Energy Efficiency
Indudtrid/Agriculturd/Water End-Use Energy Efficiency
Renewable Energy Technologies
Environmentally- Preferred Advanced Generation
Energy-Related Environmenta Research
Strategic Energy Research

The EISG Program Administrator is required by contract to generate and deliver to the
Commission a Feasibility Analysis Report (FAR) on dl completed grant projects. The purpose
of the FAR isto provide a concise summary and independent assessment of the grant project
using the Stages and Gates methodology in order to provide the Commission and the generd
public with information that would assist in making follow-on funding decisions (as presented in
the Independent Assessment section).

The FAR is organized into the following sections:
Executive Summary
Stages and Gates Methodology
Independent Assessment
Appendices
0 Appendix A: Fina Report (under separate cover)
0 Appendix B: Awardee Rebuttal to Independent Assessment (Awardee option)

For more information on the EISG Program or to download a copy of the FAR, please visgt the
EISG program page on the Commission’s Web ste at:
http://www.energy.ca.gov/ressarch/innovations

or contact the EISG Program Administrator at (619) 594-1049 or email
e gp@energy.date.caus.

For more information on the overdl PIER Program, please vist the Commission’s Web Ste at
http:/Amww.energy.ca.gov/research/index.html.




Executive Summary
Introduction

Cost-effective and accurately-measured airflow rates, especidly at outdoor air intake
locations, is arecognized difficulty with ventilation controls. Typicdly, outdoor ar intakes
have no ductwork either upstream or downstream. The most common configuration is a set
of dampers mounted in alarge opening of amixing plenum. This configuration can cause
large nortuniformitiesin the velocity digtribution. Exigting airflow measurement technology
is not effective with non-uniform airflow. Since outdoor arflow rates cannot be measured
accurately or cost-effectively, ventilation systems are routinely operated without knowing
ventilation rates, and other key airflow varigbles. The result is wasted energy or
compromised air qudity, or in some cases both.

The purpose of this project was to develop an energy-efficient, cost-effective, accurate, and
mai ntenance-free flow measurement and control technique for ventilation systems. This
program has a specific technica god: airflow measurement accuracy of £10% of actud or
+5% of full scale, whichever isgrester. This criterion is derived from an addenda to
ASHRAE Standard 62.1. Broader goa's included a controller design that requires less
maintenance than current technology at lower first cos.

The researchers proposed to use torque characteristics of control dampers to measure flow.
They theorized that if the podition and aerodynamic torque were measured, then it should be
possible to deduce the flow rate. The hypothesisis that torque- based flow measurement
(TBFM) should be accurate at low velocitiesif the damper is constructed to induce
aerodynamic torque when throttling. The TBFM should aso be insensitive to non-uniform
flow because the entire surface of the damper bladesis used as the sensing means.

Objectives
The god of this project was to determine the feasbility of the TBFM technique as a cost

effective ventilaion airflow measurement device with an accuracy of +£10% of actud flow or
+5% of full scale, whichever is greater. The following project objectives were established.

1. Deveop acorreaion function (mathematical modd) that accurately describesthe
relaionship between the position, aerodynamic torque, and air velocity of control
dampers.

2. Perform acomputer-basad sensitivity andyss using the corrdation function. Determine
whether or not the goa of +10% of actud flow or +5% of full scae can be achieved
given typicd torque and position measurement errors.

3. Design and congtruct a prototype flow measurement device and test sland based on the
results of the modding and sengtivity andyss.

4. Demondrate an accuracy in airflow measurement of £10% of actud flow or £5% of full
scae, whichever is greater.

5. Achieve acog effective design that requires less maintenance than current technology.
6. Assessthe accuracy of TBFM in the presence of flow disturbances.
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Outcomes

1.

Exigting theories on the torque characteristics of butterfly valves were combined with
published experimentd results to formulate amodel that predicts the torque
characterigtics of multi-blade control dampers. The development of the correlation
function demondtrated that the relationship between position, torque, and airflow has a
amplified form that makes cdibration of the corrdation function rdaively smple. The
correlation function predicts that the velocity is the product of afunction of the postion
and afunction of the torque.

The sengtivity analyss predicted thet the technical god could not be achieved when the
damper was nearly open, but it should be easily achievable for the most important
operating conditions. The most important operating condition is when the damper is
about 10% - 20% open because that is the range of conditions for controlling minimum
ventilation. Under that condition, the sengitivity analys's predicted that the technica goa
could be achieved, and that the torque-based flow measurement should significantly
outperform a pitot tube or smilar flow measurement technology.

A test stand was constructed that used five high-accuracy pitot tubesin a condtricted duct
as ameasurement standard. A prototype flow measurement device with an offset-blade
design was congtructed. The offset-blade design uses standoffs to make the damper
blades rotate about an axisthat is displaced by two inches. This design induces torque
even when the damper is fully open.

The laboratory-sca e tests confirmed the results of the sengitivity anadlysis. The tests
showed that when nearly open, the torque was very low even with the offset-blade
damper.

To provide a more codt effective device, the flow measurement device was designed
without pitot tubes. This diminated the recurring maintenance task of verifying that the
alr passages are clear of dust.

Tests were conducted to assess the ability of the TBFM technology to operate accurately
in the presence of aflow disturbance. To Smulate a disturbance, acommercidly

available louver was mounted to the frame of the TBFM prototype and to the frame of the
commercidly available flow gation. These testsillugtrated that the TBFM technology is
insengtive to the flow disturbance when the damper is less than 70% open. When the
TBFM damper is more than 70% open, the flow disturbance has a Sgnificant negative
impact on the accurecy.

Conclusions

1.

The TBFM technology can outperform conventiona flow measurement technology under
awide range of operating conditions. The TBFM technology is more accurate than a pitot
tube when the damper is less than 80% open. This project found that the TBFM
technology isinsengtive to the presence of a sgnificant upstream flow disturbance when
the damper isless than 70% open. The accuracy of acommerciadly available airflow
gtation was strongly affected by the presence of the same upstream disturbance.

The fact that the TBFM technology cannot provide accurate measurement of velocity
when the damper is nearly open is aproblem for asmal percentage of applications.
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3. One sgnificant obstacle to commercidization of the TBFM technology is that it cannot
be used in the retrofit market because of the expense of retrofitting dampers. Some
dampers are embedded in HVAC units, and can only be replaced by dismantling the
HVAC equipment. The researcher contacted a manager from aleading energy service
company (ESCO) to get an opinion on the commercid viability of the TBFM. The
manager told the researcher that his company would have no interest in the TBFM
technology because of the cost of retrofitting dampers.

4. A dgnificant obgtacle to commercidization of the TBFM technology in the new
congtruction market isthat it requires substantial change in the way damper devices are
designed and manufactured. In order to get the full benefit, the damper design would
have to be changed to an offset-blade design with low-friction bearings, which would
involve some re-tooling for an equipment manufacturer.

Benefitsto California

If the TBFM technology were widely used, Cdiforniawould benefit from reduced energy
consumption, reduced pesk demand, and improved productivity and hedlth. Energy
consumption and pesk demand would be reduced because the technology would prevent
over-ventilation and enable demand- controlled ventilation. Fisk and Rosenfeld (1997)
edimate that improvementsin indoor air quality could save $12-43 billion nationdly in logt
productivity due to hedth problemsin buildings. The developed technology, if implemented
could recover some of that lost productivity by providing better ventilation a alower energy
cost. Thiswould be one step toward improved indoor air qudlity.

Recommendations

Follow-on development should focus on the design and cost of the damper system so that this
technology could be applied to the new construction market. In addition future work should
attempt to improve the measurement accuracy when the dampers are nearly open.

The deveopers of this technology should work closely with potential manufacturers. Before
pursuing follow-on technica effort, the developers should achieve positive indications of
interest and support for this technology from members of the HVAC industry. Minimum
levels of support would include the provision of acceptable end item cost targets and desired
technical specifications.

The awardee has presented a number of technical approaches to resolve the implementation
difficulties. These could be pursued once the interest of the industry and the market
requirement specifications are established.
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Stages and Gates M ethodology

The Cdifornia Energy Commission utilizes a stages and gates methodology for nga
project’s leve of development and for making project management decisions. For research and
development projects to be successful they need to address severd key activities in a coordinated
fashion as they progress through the various stages of development. The activities of the stages
and gates process are typically tailored to fit a specific industry and in the case of PIER the
activities were tailored to be appropriate for a publicly funded energy research and devel opment
program. In tota there are saven types of activities that are tracked across eight stages of

development as represented in the matrix below.

Development Stage/Activity Matrix

Stage 1 Stage 2 Stage 3

Stage 4

Stage 5

Stage 6 Stage 7 Stage 8

Activity 1

Activity 2

Activity 3

Activity 4

Activity 5

Activity 6

Activity 7

A description the PIER Stages and Gates gpproach may be found under "Active Award
Document Resources' at: http://www.energy.cagov/research/innovations and are summarized

here.

Asthe matrix implies, as a project progresses through the stages of development, the work
activities associated with each stage needs to be advanced in a coordinated fashion. The EISG
program primarily targets projects that seek to complete Stage 3 activities with the highest
priority given to establishing technical feashility. Shaded cdlls in the matrix above require no
activity, assuming prior stage activity has been completed. The development stages and
development activities are identified below.

Development Stages:

Development Activities:

Stage 1:
Stage 2:
Stage 3:
Stage 4:
Stage 5:
Stage 6:

Stage 7:
Stage 8:

Idea Generation & Work
Statement Development
Technical and Market Analysis
Research & Bench Scale Testing
Technology Development and
Field Experiments

Product Development and Field
Testing

Demonstration and Full-Scale
Testing

Market Transformation
Commercialization

Activity 1:
Activity 2:
Activity 3:
Activity 4:
Activity 5:
Activity 6:

Activity 7:

Marketing / Connection to Market
Engineering / Technical

Legal / Contractual

Environmental, Safety, and Other
Risk Assessments / Quality Plans
Strategic Planning / PIER Fit -
Critical Path Analysis

Production Readiness /
Commercialization

Public Benefits / Cost
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I ndependent Assessment

For the research under evauation, the Program Administrator assessed the level of development
for each activity tracked by the Stages and Gates methodology. This assessment is summarized
in the Development Assessment Matrix below. Shaded bars are used to represent the assessed
levd of development for each activity as rdated to the development stages. Our assessment is
based entirely on the information provided in the course of this project, and the fina report.
Henceit is only accurate to the extent that dl current and past work related to the development
activities are reported.

Development Assessment Matrix

aeges 1 2 3 4 5 6 7 8
Idea Technical Technology Product Demon- Market Commer-
L Generation & Market Research Develop- Develop- stration Transfor- cialization
ACtl\/'ty Analysis ment ment mation
Marketing
Engineering /
Technical
Legal/
Contractual
Risk Assess/
Quality Plans
Strategic
Production.
Readiness/
Public Benefits
Cost

The Program Adminigtrator’ s assessment was based on the following supporting details.
M arketing/Connection to the Mar ket

The awardee suggested that potentia markets for the technology are in equipment for new
congruction and equipment for the retrofit of HVAC systemsin exigting buildings. Initid probes
were made into the retrofit market, the results of which were quite discouraging based on
economics. Numerous implementation challenges have to be addressed before the technology is
ready for the new congtruction market.

Engineering/Technical

This sudy proved the feasibility of determining airflow volumesin aventilation duct by
measuring the torque exerted on the control dampers. The researchers used an inherent low
maintenance design. The Torque Based How Measurement technology was proven to be
technically feasbly for HVAC systems using low friction bearings and offsat-blade control
dampers. The TBFM method was shown to achieve accurate of £10% of actua flow or £5% of
full scale when the damper is less than 80% open. The test plan for field experiments has not
been compl eted.
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L egal/Contractual

No path to commerciaization has been identified. The Program Adminigtration is not aware of
any patent applications or issues.

Environmental, Safety, Risk Assessments Quality Plans

Documented Quality Plans as appropriate are required prior to initition of Stage 4 development
activity. Thefina design may include cogt- effective, low-friction bearings and off- set dampers.
Incorporation of these components presents mgor design and manufacturability issues. Because
of these issues the awardee has not completed the manufacturability planning. In addition, the
awardee must complete the fallowing items. Rdigbility Andlyss, Faillure Mode Anayss,
Manufacturability, Cost and Maintainability Anayses, Hazard Andysis, Coordinated Test Plan,
and Product Safety.

Strategic

This project has no known dependencies on other projects under development by PIER or
elsewhere.

Production ReadinessCommer cialization

The product is not ready for commerciaization, and no manufacturer has been identified.
Public Benefits

Public benefits derived from PIER research and devel opment are assessed within the following
context:

Reduced environmenta impacts of the Cdifornia dectricity supply or transmisson or
digtribution system

Increased public safety of the Cdiforniadectricity system

Increased reliability of the Cdlifornia dectricity system

Increased affordakiility of dectricity in Cdifornia

The primary public benefit offered by the proposed technology is to increase the affordability of
dectriaty in Cdiforna. Thiswill be accomplished by reducing the power consumed by the
building HVAC systems. A lifecycle cost analysis of the system under study should be done
once a more commercidly acceptable design has been developed. Prdiminary analysis suggests
that energy savings could be subgtantid if this technology were to be adopted in alarge number
of commercid buildings satewide. Adoption will depend on the specific product design and the
willingness of the indudtry to promote that design.

Appendix A: Find Report (under separate cover)
Appendix B: Awardee Rebuttal to Independent Assessment (none submitted)

Page



Appendix A to FAR 99-02

ENERGY INNOVATIONS SMALL GRANT
(EISG) PROGRAM

EISG FINAL REPORT

VENTILATION MEASUREMENT AND CONTROL

EISG AWARDEE
Federspiel Controls
721 Avila Place
El Cerrito, CA 94530
Phone: (510) 418-3392
Email: cfeders@attglobal.net

AUTHORS
Clifford Federspiel, Principal Investigator

Grant #: 99-02
Grant Funding: $75,000
Term: September, 1999 — March 15, 2001
PIER Subject Area: Building End Use Energy Efficiency



Legal Notice

This report was prepared as aresult of work sponsored by the Cdifornia Energy
Commisson (Commission). It does not necessarily represent the views of the
Commission, its employees, or the State of Cdifornia. The Commission, the State of
Cdlifornia, its employees, contractors, and subcontractors make no warranty, express or
implied, and assume no legd ligbility for the information in this report; nor does any

party represent that the use of thisinformation will not infringe upon privately owned
rights. This report has not been approved or disapproved by the Commission nor has
the Commission passed upon the accuracy or adequacy of the information in this report.

Inquires related to this fina report should be directed to the Awardee (see contact
information on cover page) or the EISG Program Administrator at (619) 594-1049 or
emall esgp@energy.sate.ca.us.
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Abstract

This project involved the development of a torque-based flow measurement (TBFM) technology for
ventilation measurement and control. The concept is to use the torque characteristics of control dampers
to measure airflow. The hypothesisisthat this method should be accurate alow velocity, insensitive to
non-uniform flow, inexpensive, and immune to fouling. The technical goal was to achieve an accuracy of
+10% of actual flow or £5% of full scale, whichever is greater. The project consisted of three basic parts.
The first was the development of a correlation function (mathematical model) relating the position,
aerodynamic torque, and air velocity. The second was a sensitivity analysis to determine if the technical
goal was achievable with typica position and torque measurement errors. The third objective was to
design and test a prototype. The mathematical model predicted that the torque characteristic should be
solely afunction of the damper position. The sendtivity analysis predicted that the technical goa could
not be achieved at al positions, but that it could easily be achieved under the most important operating
conditions. The tests confirmed that the torque coefficient was independent of the velocity. They aso
confirmed that the technical goal could not be achieved when the damper was nearly open. The tests
showed that the TBFM technology is insengtive to non-uniform flow when the damper is less than 70%

open.

Keywords:. airflow, control, damper, position, torque, velocity, ventilation



Executive Summary

One of the biggest problems with ventilation controlsisthat it is difficult to cost-effectively and

accurately measure airflow rates, especialy at outdoor air intake locations. Typicaly, outdoor air intakes
have no ductwork either upstream or downstream. The most common configuration is a set of dampers
mounted in alarge opening of amixing plenum. This configuration can cause large nonuniformities in the
velocity distribution, which makes it difficult to use existing airflow technology. Since outdoor airflow

rates cannot be measured accurately or cost-effectively, ventilation systems are routinely operated without
knowing ventilation rates, and other key airflow variables. The result is that energy is wasted or air

qudity is compromised, or in some cases both.

The overal technical goa of this project was to develop an energy-€fficient, cost-effective, accurate, and
maintenance-free flow measurement and control technology for ventilation systems. The specific
technical goa isto achieve an accuracy of +10% of actua flow or £5% of full scale, whichever is greater.
This criterion was derived from an addenda to ASHRAE Standard 62.1. Broader goals include a design
that requires less maintenance than current technology and that is inexpensive.

The approach is to use the torque characteristics of control dampers to measure flow. If the position and
aerodynamic torque were measured, then it should be possible to deduce the flow rate. The hypothesisis
that torque-based flow measurement (TBFM) should be accurate at low velocities if the damper is
constructed to induce aerodynamic torque when throttling. The TBFM should aso be insengtive to non-
uniform flow because the entire surface of the damper blades is used as the sensing means.

This project had three basic objectives. The first was to develop a correlation function (mathematical
model) that would accurately relate the position, aerodynamic torque, and air velocity of control dampers.
Existing theories on the torque characteristics of butterfly valves were combined with published
experimental results to formulate a model that would predict the torque characteristics of multi-blade
control dampers.

The second objective was to perform a computer-based sensitivity analysis using the correlation function.
The question is whether or not the technical god could be achieved given typical torque and position
measurement errors. The sengitivity of the TBFM technology was compared to the sengitivity of a pitot
tube to typica pressure measurement errors.

The third objective was to perform laboratory-scale testing of a prototype to evauate its performance. A
test stand was constructed to test the prototype, and the prototype was designed and constructed based on
the results of the modeling and senditivity analysis. The laboratory tests were designed to assess the
accuracy of the TBFM prototype and to assess the impact of non-uniform flow on the performance of the
TBFM technology and conventiona technology.

The development of the correlation function demonstrated that the relationship between position, torque,
and airflow should have a simplified form that makes calibration of the correlation function relatively
simple. The correlation function predicts that the velocity is the product of a function of the position and a
function of the torque.

The sengitivity analysis showed that the technical goal should not achievable for all operating conditions,
but it should be easily achievable for the most important operating conditions. The sensitivity analysis
predicted that the technical goal could not be achieved when the damper was nearly open. The most
important operating condition is when the damper is about 10% - 20% open because that is the range of
conditions for controlling minimum ventilation. Under that condition, the sensitivity analysis predicted



that the technical goa could be achieved, and that the torque-based flow measurement should
sgnificantly outperform a pitot tube or smilar flow measurement technology.

The laboratory-scale tests confirmed the results of the sensitivity analysis. A test stand was constructed
that used five high-accuracy pitot tubes in a constricted duct as a measurement standard. A prototype with
an offset-blade design was constructed. The offset-blade design uses standoffs to make the damper blades
rotate about an axis that is displaced by two inches. This design induces torque even when the damper is
fully open. The tests showed that when nearly open, the torque was very low even with the offset-blade
damper.

Tests were conducted to assess the ability of the TBFM technology to operate accurately in the presence
of aflow disturbance. To smulate a disturbance, a commercially available louver was mounted to the
frame of the TBFM prototype and to the frame of the commercialy available flow station. These tests
illustrated that the TBFM technology is insengtive to the flow disturbance when the damper is less than
70% open. When the TBFM damper is more than 70% open, the flow disturbance has a significant
negative impact on the accuracy.

The results of Sections 3 and 4 indicate that the TBFM technology can outperform conventiona flow
measurement technology under a wide range of operating conditions. The results of Section 3
demondtrate that the TBFM technology is more accurate than a pitot tube when the damper is less than
80% open. Thisresult is reinforced by the results of Section 4, particularly the finding that the TBFM
technology is insengitive to the presence of a significant upstream flow disturbance when the damper is
less than 70% open while the accuracy of a commercially available airflow station was shown strongly
affected by the presence of the same upstream disturbance.

The fact that the TBFM technology cannot provide accurate measurement of velocity when the damper is
nearly open would be a problem for some applications. For example, if the technology were used to

control building pressure by controlling a flow differentia between two ducts, then that strategy would

fail to operate properly when one or both of the TBFMs was nearly open.

One significant obstacle to commerciaization of the TBFM technology is that it cannot be used in the
retrofit market. This market is a significant fraction of the HVAC industry. The annual rate of turnover in
the commercid building industry is 2%, which means that there are 50 times as marny existing air-
handling units that could be retrofit as there are new units sold each year. Retrofitting dampersis an
expensive proposition. Some are firmly embedded in HVAC units, and could only be replaced by
dismantling the HVAC equipment. We contacted a manager from aleading energy service company
(ESCO) to get an opinion on the commercia viability of the TBFM. This manager told us that his
company would have no interest in the TBFM technology because dampers could not be retrofit cost-
effectively.

A sgnificant obstacle to commercidization of the TBFM technology in new construction market is that it
requires substantial changes in the way damper technology is designed for it to work properly. At a
minimum, low-friction bearings would have to be used. In order to get the full benefit, the damper design
would have to be changed to an offset-blade design, which would involve some re-tooling for an
equipment manufacturer.

If the technology described in this report were widely used for controlling minimum ventilaion in
buildings, California would benefit from reduced energy consumption, reduced peak demand, and
improved productivity and health. Energy consumption and peak demand would be reduced because the
technology would prevent over-ventilation and enable demand-controlled ventilation. Worker
productivity and health would be improved because the technology would ensure that acceptable



minimum ventilation was being achieved, which would improve indoor air quality. Fisk and Rosenfeld
(1997) estimate that improvements in indoor air quality could save $12-43 hillion nationdly in lost
productivity due to hedlth problems in buildings.

Follow-on development should focus on reducing the cited obstacle to commerciaization in the new
construction market and to improving the technical performance when nearly open. One useful study for
reducing the obstacle to commercialization in the new construction market might involve studying the
extent to which a commercialy available control damper could be used for torque-based flow
measurement. The technical issue to be solved in that case would be deducing aerodynamic torque in the
presence of significant frictional torque because control dampers use bushings rather than low-friction
bearings. A useful study for improving the accuracy when wide open might involve investigating a means
for periodicaly increasing the drag coefficient when wide open so that the signal-to-noise ratio would be
momentarily improved.



1 INTRODUCTION

One of the biggest problems with ventilation controlsis that it is difficult to cogt-effectively and

accurately measure airflow rates, especialy at outdoor air intake locations. Typically, outdoor air intakes
have no ductwork either upstream or downstream. The most common configuration is a set of dampers
mounted in alarge opening of amixing plenum. This configuration can cause large nonuniformities in the
velocity distribution, which makes it difficult to use existing airflow technology. Since outdoor airflow

rates cannot be measured accurately or cost-effectively, ventilation systems are routinely operated without
knowing ventilation rates, and other key airflow variables. The result is that energy is wasted or air

qudity is compromised, or in some cases both.

The amount of power required by ventilation systems is correlated with time of day. Cooling power
required to condition ventilation air is highest when it is hottest outside. For variable-ar-volume systems,
flow rates and the associated fan power requirements are highest when cooling loads are highest. These
facts imply that inefficient ventilation systems contribute disproportionately to peak electricity demand in
the summer. Since problems with insufficient eectrica capacity are currently acute in Cdifornia, thereis
aggnificant incentive for focusing efforts on ways to improve the energy efficient operation of
ventilation systems. Being able to measure airflow ratesis a necessary first step to improving the
efficiency.

There are numerous existing methods of measuring airflow. The most common methods include pressure-
based devices (pitot tube, orifice plate, venturi meter), heated resistors, tracer gases, rotating vane
anemometers, vortex-shedding flow meters, and ultrasonic anemometers. These methods share a number
of technica problems that make them poorly suited to ventilation measurement and control. The problems
include fouling when the sensing element isin the flow path, sengtivity to non-uniform velocity
distribution when the method measures velocity at a point, excessive energy use when the method
requires a congtriction or obstruction in the flow path, and high cost.

The overdl goal of this project isto develop an energy-efficient, cost-effective, accurate, and

mai ntenance-free flow measurement and control technology for ventilation systems. The specific
technical goal isto achieve an accuracy of +10% of actua flow or 5% of full scale, whichever is greater.
This criterion was derived from an addenda to ASHRAE Standard 62.1. Broader goals include a design
that requires less maintenance than current technology and that is inexpensive.

The proposed technology is based on fundamental principles of fluid mechanics. Asair passes over the
blades of control dampers, it exerts an aerodynamic force on the damper blades. This force consists of lift
and drag. The lift and drag forces are related to the vel ocity of the fluid, the geometry of the damper
blades, and the configuration of the damper blades. The force can be measured either directly or
indirectly. Knowing the magnitude and direction of this force along with the position of the damper

blades is sufficient information to determine the flow rate. This technique implies that the control €lement
(i.e., the damper) is also the sensing element.

The proposed method is to measure aerodynamic torque, rather than measure the individual forces. The
damper can be constructed with the axle off-center like a backdraft damper so that the aerodynamic force
on the blades can be determined from the measurement of the actuation torque. If friction is minimized by
using low-friction bearings, then the actuation torque will be approximately equal to the aerodynamic
torque. An advantage of measuring torque isthat it can be measured inexpensively. For example, it can be
determined by measuring the deflection of an elastic coupling between the actuator and damper axle. The
position of the damper can be determined either by direct measurement, such as with a potentiometer, or



indirectly such as by counting the steps of a stepper motor. A correlation function can be embedded into a
programmable controller that would measure the damper position and actuation torque and then compute
the flow rate using the correlation function. Other advantages of using this method to measure and control
flow are asfollows: (1) it is energy-efficient because it induces no extra pressure loss as an orifice plate
would, (2) it should be insengitive to the velocity distribution, so ingtalation costs should be lower, and

(3) it cannot be fouled, so maintenance costs should be lower.

The development described in this report is divided into three parts: mathematical modeling, computer-
based testing, and laboratory-scale testing. The procedures and results for each of these three parts are
described in the next two sections.

2 PROJECT APPROACH
2.1 Mathematical Modding

The model development involved searching the open literature for patents, articles, and books related to
the technology, and using the results from that search to construct a correlation function relating torque,
position, and velocity. We found two theoretical papers and several experimenta papers that were used
for the development of the correlation function. The theoretica articles by Sarpkaya (1959, 1961) and
Hassenpflug (1999) and the book by Milne-Thompson (1968), and the experimenta articles by Keller and
Sazmann (1936), Bleuler (1938), Netsch and Schulz (1950), and Gaden (1951, 1952) were most useful
for development of the correlation function. The section of Beckwith et a. (1993) on measuremert error
analysis?? was used as the basis of the sensitivity anaysis.

The mathematical development of the correlation function is described in Section 3.1. The mathematics
are based largely on the works of Sarpkaya (1959, 1961) and Hassenpflug (1999). The mathematical
model is based on the assumption of irrotationa flow. Thisis a good assumption for control dampers
because the sharp leading edge causes the flow to separate at that point.

The mathematical model developed as part of this project alows for multi-blade dampers and dampers
with the axles offset from the center of the blade in either alateral or chord-wise direction. Empirical,
explicit functional relationships between the location of the contraction coefficient and the angle of attack
of the blades and the center of pressure and the angle of attack of the blades were developed. Explicit
functional relationships are necessary for the correlation function to be embedded in a microprocessor.

2.2 Sendtivity Analysis

This section describes the analysis of the sensitivity of the technology to measurement errors. Propagation
of uncertainty was used to relate position and torque sensing uncertainties to the TBFM velocity
uncertainty, and to relate pressure sensing uncertainty to the velocity uncertainty of a pitot tube. See
Beckwith et d., (1993) for a detailed description of propagation of uncertainty.

The relationship between the uncertainty in avariable y that isafunction of a number of independent
variables u,, U,, ... U, isasfollows:
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where Dy istheuncertainty in y, and Du, istheuncertainty in u, .

We used an uncertainty of 1% of full scale for the positon and torque measurements of the TBFM
technology and for the pressure measurement of the pitot tube so that a fair comparison could be made
between the TBFM technology and pitot tube technology.

2.3 Laboratory-Scale Testing
231 Test Stand

To perform the laboratory-scal e testing, a test-stand was constructed. Figure 2-1 shows a schematic
diagram of the test stand. The test section at the inlet is four square feet. The cross-section is reduced to
15 inches by 15 inches so that low velocities can accurately be measured with an array of pitot tubes. The
first elbow contains turning vanes. A flow straightener is placed directly after the first elbow to minimize
the impact of the bend on the velocity digtribution at the pitot tube array. The blower is a centrifugal
machine with backward-inclined blades. It is driven by a three-horsepower three-phase motor.

T

flow straightener /
pitot tube array

(.
L/

L\

An Altivar 18 variable frequency drive manufactured by Telemechanique/Square D is used to modulate
the speed of the blower. A computer with a data acquisition card was used to control the test stand. The
data acquisition card is a Data Trandation model DT302. Labview version 5.1.1 was used operate the test
stand.

Figure 2-1: Schematic diagram of test stand.



The location of the pitot tube array is shown in Figure 2-1. It is two-thirds of the way between the first
elbow and the blower. The straight duct in which the pitot tube array isingtaled is 12.5 feet. The pitot

tupe array consists of five pitot tubes. One pitot tube was placed at the center of the cross-section of the
duct. The other four were placed 1.5 inches from the edges of the duct in each corner. A laboratory
qudity pressure transducer (Setramodel 239) with a span of 1.0 in. w.c. was used to measure the velocity
at the center of the duct. This sensor has a rated accuracy of 0.14% of full scale. High-accuracy pressure
sensors (Setramodel 264) with a rated accuracy of 0.25% of full scale were used to measure the velocities
in the corners. The mean velocity was computed by averaging the velocities at the five points.

2.3.2 Design of Prototype

2.3.21 Desgn Criteria

The following criteria were used to determine the design of the pratotype

1. Accuracy exceeding that of a pitot tube over the widest possible operating range
2. Acceptable velocity range at al damper positions

The sengtivity analysis demonstrated that it is not possible to achieve the desired accuracy at al positions
unless the damper blades have an unreasonably large drag coefficient when wide open. However, the
sengitivity anadysis aso demonstrated that the placement of the axis of rotation relative to the chord of the
damper blade has a significant impact on the design criteria.

2.3.2.2 Geometry

The final design of the damper is an “offset-blade” design. The damper blades are offset from the
centerline of the axle. The centerline of the damper axles are located at the midpoint of the chord of the
damper blades. This resulted in a design that was significantly better than a backdraft damper or a control
damper, and that was also easy to construct.

Figure 2-2 shows a photograph of the offset-blade damper mounted on the intake of the test stand. The
face area of the damper is four square feet, each side having an interna length of two feet. The damper
has four blades. The chord length of each blade is 6-13/16 inches. With this geometry, the angle of attack
is 60 degrees when the damper is closed. The damper blades are constructed of polycarbonate plastic that
is 0.5 inches thick. The blades have a nominal clearance of 1/16 inch at the sides. The blades are
mechanically interlocked with linkages on the outside of the frame. The linkages are designed so that the
blades rotate in opposition. The axles rotate in shielded ball bearings pressed into the frame. The linkages
aso have shielded ball bearings for smooth, low-friction operation.



Figure 2-2: Photograph of prototype.

2.3.2.3 Torque and Position Sensors

A commercid, off-the-shelf torque sensor (Futek model T5100) with a span of 100 in-0z was used to
measure torque. The sensor has arated nonlinearity of 0.2% of rated output and arated hysteresis of 0.2%
of rated output. A low-friction potentiometer (Spectrol Model 140) was used to measure the damper

position.
2.3.3 Test Conditions

To test the accuracy, five tests were conducted on the prototype and a commercially-available airflow
station. The commercidly-available flow station was an Air Monitor model Fan-E. Thisdeviceisa
pressure-based flow station. It consists of a manifold for measuring total pressure and a transverse tube
for measuring static pressure. The manifold is constructed of round tubes. The dynamic pressureis
measured at the front (upstream) of the manifold through at large number of small orifices. The Static
pressure is measured at a number of pointsin the transverse tube at an angle of attack of £39.5 degrees.
This angleis the point at which theoretical fluid flow models predict that the surface pressure on a
circular bluff body will equal the static pressure. The flow station has a honeycomb flow straightener
mounted in the frame directly upstream of the pressure-sensing manifold and transverse tube. Table 2-1
summarizes the test conditions.



Table 2-1: Test conditions.

TBFM | Airflow Station
Cdibration 1
Undisturbed Flow 2 3
Disturbed How 4 5

Data from Test 1 were used to calibrate the prototype. Datafrom Test 2 were used to assess the accuracy
of the prototype when there was no upstream flow disturbance. Data from Test 3 were used to assess the
accuracy of the prototype when operating with an upstream flow disturbance. A commercialy-available
louver was mounted to the frame of the prototype to induce a flow disturbance. Test 4 was used to assess
the accuracy of acommercidly-available flow station. Test 5 was used to assess the accuracy of the
commercialy-available flow station in the presence of the flow disturbance.

234 Test Procedure

Tests were conducted only after power had been supplied to all instruments for at least one hour. This
ensured stable operation of the sensors during each test.

A zero-cdibration of all pressure sensors was performed just prior to each test. The appropriate offsets
were subtracted with software rather than by adjusting the zero-calibration potentiometers on each sensor.
Doing the zero-calibration with software was both faster and more accurate than adjusting the calibration
potentiometers.

Prior to each test, the position-sensing potentiometer was calibrated by moving the damper to the fully
open and fully closed positions, and then adjusting the calibration curve with software.

Prior to each test a zero calibration of the torque sensor was performed. This involved constructing a
nonlinear calibration curve because the mechanical linkages connecting the damper blades induced a
gravity torque that was position-dependent. Figure 2-3 shows an example of the torque measurements
when the velocity was zero and the zero-calibration curve of the torque sensor for one test.

10
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Figure 2-3: Zero-flow calibration curve for torque sensor.
3 PROJECT OUTCOMES
3.1 Mathematical Modeing
The result of the correlation function development is as follows:
2T
V=0Gla)|—— 31
( )Jr 5 (3D

where V isthefacevelocity, G isthegain, a istheangle of attack, T isthetorque, r isthe densty,

A isthe cross-sectional area, and D isthe hydraulic diameter. The model predicts that the gain, which is
equal to the inverse of square of the torque coefficient, is solely dependent on the angle of attack. The

detailed development of the correlation function can be found in the Appendix.

11



3.2 Sendtivity Analysis

From equation 3-1, the partid derivative of the velocity with respect to the torque is as follows:

T =
r ADT 2
Similarly, the partial derivative of the velocity with respect to the angle of attack is as follows:
L
>
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The partia derivative of the gain with respect to the angle of attack is a complicated function of the angle
of attack. To avoid the mathematical complications of computing it anaytically, it was computed
numericaly.

For apitot tube, the standard error is as follows:

E :E (39
rv

where DP isthe standard pressure measurement error. The velocity at which the standard error equals
X% of the maximum flow is as follows:

V:d_PVmaX
X 2

(39

where dP isequal to DP divided by the pressure at the maximum velocity.

Figure 3-1 shows a plot of the velocity at which the accuracy of the proposed technology is the greater of
5% of maximum flow and 10% of reading. In this case the maximum velocity was assumed to be 7.5 m/s.
Also shown are the performance of the torque-based velocity measurement applied to a control damper
and a backdraft damper with the axle located 20% aong the chord from the leading edge of the blade. The
offset blade damper outperforms a pitot tube over awider operating range than a control damper or a
backdraft damper, but it does not outperform the pitot tube when nearly open. The control damper is
inaccurate both when nearly open and when nearly closed. This is because the center of pressure of the
control damper is located exactly at the axle when fully open and when fully closed. This causes the
aerodynamic torque of the control damper to be zero for any velocity when fully open or fully closed. The
performance of the backdraft damper is worse than the performance of the offset-blade damper because
the center of pressure of the backdraft damper is at the axle when fully open.
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Figure 3-1: Results of sensitivity analysis.

3.3 Laboratory-Scale Testing

Figure 3-2 shows the results of Test 1. The figure shows the computed value of the gain for each of the
velocity and position conditions tested. The gain becomes extremely large in the fully-open position.

When 100% open, the measured values of the gain were in the range of 12 — 16. The measured values of
the torque at 100% open were close to the detection limit of the torque sensor, so the estimates of the gain
at 100% open are not accurate. Thisis consistent with the results of the sensitivity analysis, which
predicted high sensitivity to measurement errors when fully open.

The data shown in the figure were used to estimate coefficients of the correlation function. Four
coefficients, the drag coefficient of the blades when wide open, the clearance, and gain of the center of
pressure function (d,, in Equation A-24), and exponent of the center of pressure function (n in Equation

A-24) were estimated by minimizing the absolute deviation of the correlation function from the measured
data using a smplex agorithm. The estimated coefficients are shown in Table 3-1. With these
coefficients, Figure 3-2 shows excellent agreement between the measured and predicted gains except
when the damper is 100% open.

13



Table 3-1: Coefficients of the correlation function.

C, , no units

Clearance, inches

d,, no units

n, no units

184

011

0.25

4.7

10

Gain, N.D.

0 . .

O 10 20 30 40 50 60 70 80 90 100

Percent open

Figure 3-2: Measured and predicted gains ver sus position.

Figure 3-3 shows the results of Test 2. The calibrated correlation function from Test 1 was used to
determine torque-based flow measurements (TBFM) from position and torque readings, and those

velocities are compared with the readings from the pitot tube array. The dashed lines in the figure are the

bounds of the performance target, which is +10% of actual flow or 5% of full scale, whichever is
greater. The figure shows that most, but not all, of the points lie within the bounds of the performance

target.
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Figure 3-3: TBFM vs pitot tube array

Figure 3-4 shows the difference between the pitot tube readings and the TBFM readings as a function of
the position of the damper. The figure illustrates that most of the points that are outside the bounds of the
performance target occur when the damper is nearly or completely open. The sengitivity analysis showed
that under these conditions the TBFM could not achieve the performance target.

Figure 3-5 shows the results of Test 3. The velocity indicated by the airflow station is compared with the
velocity indicated by the pitot tube array. The figure shows that there is a span error that causes more than
half of the readings to lie outside of the bounds of the performance target. However, the dispersion of the
pointsis very smdl, so it would be possible to cdibrate the airflow station in such away that al of the
readings lie within the bounds of the performance target.
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Figure 3-5: Flow station vs pitot tube array; no flow disturbance.

Figure 3-6 shows the results of Test 4. For this test acommercially available louver was mounted directly

to the frame of the TBFM upstream of the TBFM device. Like Figure 3-3, most but not al of the points

are within the bounds of the performance target. However, the dispersion of the points outside the bounds
of the performance target is greater in Figure 3-6 thanin Figure 3-3.

Figure 3-7 shows the difference between the pitot tube array and the TBFM as a function of the damper
position for Test 4. The figure illustrates that most of the points outside of the performance bounds
correspond to conditions when the damper is more than 70% open. When the damper is less than 70%

open, the accuracy is generally within the bounds of the performance target.
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Figure 3-6: Performance of TBFM with upstream flow distur bance.
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Figure 3-7: Measurement error versus damper position with upstream disturbance.

Figure 3-8, shows the results of Test 5. For thistest, acommercialy available louver was mounted

directly to the frame of the airflow station upstream of the airflow station. Placing a flow disturbance this
close to the airflow station violates the installation requirements specified by the manufacturer, and the
figureillustrates why. Nearly al of the points are outside the bounds of the performance target. The
dispersion of the points is much greater than the dispersion of the pointsin Figure 3-5, where there was

no flow disturbance. Furthermore, if the airflow station had been calibrated to improve its performance in
Test 3 it would have made the accuracy even worse in Test 5 because the points were above the bounds of
the performance target in Figure 3-5, but are below the bounds of the performance target in Figure 3-8.
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Figure 3-8: Performance of flow station with upstream disturbance.

4 CONCLUSIONSAND RECOMMENDATIONS

4.1 Conclusons

The results of Sections 3 indicate that the TBFM technology can outperform conventiona flow
measurement technology under awide range of operating conditions. The results demonstrate that the
TBFM technology is more accurate than a pitot tube when the damper is less than 80% open. This result
isreinforced by the results of sengitivity anayss, particularly the finding that the TBFM technology is
insensitive to the presence of a significant upstream flow disturbance when the damper is less than 70%
open while the accuracy of acommercialy available airflow station was shown to be significantly
negatively impacted by the presence of the same upstream disturbance.

The most important operating condition is when the damper is approximately 10% - 20% open. Thisis
the normal operating condition for an outdoor air damper providing minimum outdoor air. Under this
operating condition the TBFM is much more accurate than a pitot tube and is insensitive to flow

disturbances.
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4.2 Commercialization Potential

The fact that the TBFM technology cannot provide accurate measurement of velocity when the damper is
nearly open would be a problem for some applications. For example, if the technology were used to

control building pressure by controlling a flow differential between two ducts, then that strategy would

fail to operate properly when one or both of the TBFMs was nearly open.

In principle, the TBFM would appear to have cost advantages over conventional technology because
torque could be measured with a position sensor and a flexible coupling between the actuator and damper
axle. Position sensors are about the least expensive kind of sensor available. However, it isimportant that
the position sensor add little or no friction to the damper mechanism, which increases the cost.
Furthermore, the TBFM requires low-friction bearings, which add cost. Consequently, the materia costs
of the TBFM technology may be comparable to existing technology.

One significant obstacle to commerciaization of the TBFM technology is that it cannot be used in the
retrofit market. This market is a significant fraction of the HVAC industry. The annual rate of turnover in
the commercia building industry is 2%, which means that there are 50 times as many existing air-

handling units that could be retrofit as there are new units sold each year. We contacted a manager from a
leading energy service company (ESCO) to get an opinion on the commercia viability of the TBFM. This
manager told us that his company would have no interest in the TBFM technology because dampers could
not be retrofit cost-effectively. Retrofitting dampersis an expensive proposition because some are firmly
embedded in HVAC units, and could only be replaced by dismantling the HVAC equipment.

A dgnificant obstacle to commercidization of the TBFM technology in hew construction market is that it
requires substantial changes in the way damper technology is designed for it to work properly. At a
minimum, low-friction bearings would have to be used. Normally control dampers use bushings with
much higher friction. In order to get the full benefit, the damper design would have to be changed to an
offset-blade design, which would involve some re-tooling for an equipment manufacturer.

4.3 Recommendations

Follow-on development should focus on reducing the cited obstacle to commerciaization in the new
construction market and to improving the technical performance when nearly open. One usefu study for
reducing the obstacle to commercialization in the new construction market might involve studying the
extent to which a commercidly available control damper could be used for torque-based flow
measurement. The technical issue to be solved in that case would be deducing aerodynamic torque in the
presence of significant frictional torque because control dampers use bushings rather than low-friction
bearings. A useful study for improving the accuracy when wide open might involve investigating a means
for periodicdly increasing the drag coefficient when wide open so that the signal-to-noise ratio would be
momentarily improved.

4.4 Benefitsto California

If the technology described in this report were widdly used for controlling minimum ventilation

in buildings, Caiforniawould benefit from reduced energy consumption, reduced pesk demand,
and improved productivity and hedth. Energy consumption and peak demand would be reduced
because the technology would prevent over-ventilation and enable demand- controlled
ventilation. Worker productivity and hedth would be improved because the technology would
enaure that acceptable minimum ventilation was being achieved, which would improve indoor
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ar qudity. Fisk and Rosenfeld (1997) estimate that improvementsin indoor air qudity could
save $12-43 hillion nationdly in logt productivity due to hedth problemsin buildings.
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Appendix - Development of Correlation Function

Figure A-1 shows a damper with one blade. The basic principles used here to devel op the correlation
function are independent of the number of damper blades or their geometrical operation. They can be
gpplied to a multi-blade damper with paralldl or opposed blades.

YYY VY Y Yy

Figure A-1: Schematic diagram of a damper.

Contraction Coefficient and Contraction Velocity

Flow characteristics of dampers are related to the contraction coefficient. The contraction coefficient is
defined as the open area at the contraction divided by the apparent open area.

c T A (A'l)

The contraction coefficient is a function of the position of the damper. For smple geometries such asa
sangle-bladed damper, the contraction coefficients can be computed analytically, as has been
demonstrated by Sarpkaya (1961) and Hassenplug (1999). The contraction coefficients can be estimated
accurately with polynomia functions. Figure A-2 demonstrates the accuracy that can be achieved with a
third-order polynomial. The "data" points are the contraction coefficients computed by Hassenpflug using
conforma mapping theory. The maximum differenceisjust 0.21%.
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Figure A-2: Contraction coefficient versus angle of attack.

For an incompressible fluid, the velocity at the contraction point is related to the upstream and
downstream velocity as follows.

(A-2)

For arectangular damper with height H, chord length L/sin b, and blade thickness t, Equation A-2 is as
follows:

v, _C,
Yo a?—l L3N8 cosal (A-3)
V, sn b P

If L<H, then the damper leaks when fully closed.
Flow Coefficient

The flow coefficient is defined by the following equation:

it ) (A-4)

Sk ”Q)IH

Q= CQAJg P
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The flow coefficient is a function of the position of the damper.

Often, the pressure loss coefficient is used to describe the flow behavior of dampers. The pressure loss
coefficient is defined by the following equation:

_ 2
PPy V2 A5
r 2

The loss coefficient can be associated with the upstream velocity, the downstream velocity or the
contraction velocity.

When the upstream area equal s the downstream area, then the downstream loss coefficient and the flow
coefficient are related as follows:

Ky =— (A-6)

The pressure loss is assumed to occur due to the sudden expansion after the contraction. The loss
coefficient associated with a sudden expansion in a closed conduit has been solved analyticaly, and can
be found in most texts on fluid mechanics. For a closed conduit, the pressure loss is as follows:

P,- P,

u

- (Vc N Vd)2
r 2

(A-7)

Combining Equations A-2, A-5, and A-7 leads to the following relationship between the flow coefficient,
the contraction coefficient, and the open area of the damper

- _CA

= A-8
@ ALI - CC Aa ( )

Axial Force

Next, three different flow conditions are considered: free-discharge, unducted intake, and fully-ducted.

Fully-Ducted Systems

If the upstream and downstream areas are equal, then the longitudinal force on the damper blade is equal
to the pressure difference times the duct area.

F.=(R-P)A (A-9)

Combining Equations A-7 and A-9 yidds the following:

F = %(vc V) (A-10)

a
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Substituting Equation A-2 into Equation A-9 and rearranging terms yidlds the following

P =LAV 2 CAD (A-11)
2 CA ¢

The axia forceis related to the flow coefficient in a closed conduit as follows;

AV?
F,=lu (A-12)
2G5
Free-Discharge

For free-discharge, the Static pressure at the contraction is zero. This implies the following:

R=s Ve -ve) (A-13)

u

The momentum equation upstream of the damper is as follows:
O:m(vu -VC)+PUAJ - PCA: - Fa (A'14)

Subgtituting Equation A-13 into Equation A-14 and rearranging terms yields the following:

Fa = % (Vc - Vu )2 (A-15)

Equation A-15 is equivaent to Equation A-10, so the relationships between the ducted flow coefficient
and loss coefficient and the free-discharge axia force are the same as for the fully-ducted axia force.

Unducted Intake

For an unducted intake, the total pressure at the contraction is zero. Also, the static pressure and the
velocity well upstream of the damper are both zero. The change in the total head due to the contraction is
asfollows:.

2
H,-H, :M (A-16)
The axial force is equal to the change in the total pressure times the downstream duct area.

a

F = %(vc V) (A-17)
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Equation A-17 is equivalent to Equation A-10. Since Equations A-10, A-15, and A-17 are equivaent, the
axial force is independent of the inlet or outlet conditions.

When the angle of attack is zero, the axia force is non-zero due to drag on the open damper blades. The
models proposed by Sarpkaya (1961) and Hassenpflug (1999) predict no drag when wide open. Drag is
incorporated into the model by assuming a contraction coefficient less than unity when the damper is
wide open. The value of the contraction coefficient when the angle of attack is zero is calculated as
follows. First define the drag coefficient when open as follows:

CD = a (A-18)

where F, istheaxia force (drag force) when the damper is open, and A, isthe frontal area of the

damper blades when open. Combining Equation A-18 with Equation A-11 yields the following quadratic
equation relating the contraction coefficient, the drag coefficient, and the geometry (areas) of the damper:

CiCoA A - AR)+C2ATA)- A =0 (A-19)

The damper is defined to have a given drag coefficient when wide open, then the corresponding
contraction coefficient is computed by solving Equation A-19.

Lateral Force

The lateral force is modeled assuming that the blade is infinitesmally thin so that the contraction
coefficient is one when the angle of attack is zero. Under this assumption, the lateral force is related to the
angle of attack and the mean velocity as follows:

— r VUZA.I (A-ZO)

|
2C}, tana

The “lateral flow coefficient,” C, , isthe flow coefficient that for an infinitesmally thin damper blade.
The equation for the lateral flow coefficient is as follows:

CQ,| — C-:c,l A‘a,l
AJ Cc,l A‘a,l

The lateral contraction coefficient is unity when the angle of attack is zero. The axial area used to
compute the lateral force, A, |, isthe areaassuming a blade thickness of zero. It is computed as follows:

(A-21)

A, =H- NW,sna (A-22)

When the angle of attack is zero, the lateral force is zero.
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Center of Pressure

The distance between the midpoint of the chord of the damper and the center of pressure, which is
denoted as d, can be accurately estimated from measured or published data using a trigonometric
function. For irrotationa flow in an unbounded flow field, Kirchoff proved that the center of pressureis
the following function of the angle of attack.

d 3z cosa 0 A-2)
D 4g4+ps'nag

When the angle of attack is zero, the center of pressure is 18.75% from the center of the chord. Sarpkaya
(1961) and Ogawa and Kimura (1995) have shown that thisis not a good model for flow in a conduit. A
generdized version of the relationship between the angle of attack and the location of the center of
pressureis as follows:

LN
& 4cosa O

: A-24
°%4+pdnay (A-29

d_y
D

With d, =0.1875 and n= 2, Figure A-3 shows how Equation A-24 predicts values derived from

Sarpkaya (1961). The derived values are the ratio of the measured torque coefficient divided by the
theoretical axia force coefficient, where the force coefficient is computed using the contraction
coefficients calculated by Hassenpflug (1999).
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Figure A-3: Center of pressure versus angle of attack.

Torque

The torque required to hold the damper in afixed position at a give flow rateis as follows:
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T=Fy+Fx (A-25)
The lateral and axia distances from the axle to the center of pressure are as follows:

y=-dcosa+(D- d)sna (A-26)
x=(D- d)cosa+dsna (A-27)

Correlation Function

A correation function useful for computing the flow rate based on position and torque measurements can
be derived from the equations listed above. When the torque is positive, then the correlation function is as
follows.

2T
rAD

When the torque is negative, the velocity is negative, and the absolute value of the torque is used in
Equation 24 instead of the torque. The gain is anon-dimensional variable that is solely a function of the
angle of attack. The equation for the gain is as follows:

VV|=G*(a)

(A-29)

_ D +
Cvy N X .
écé'a C¢, tana

Gla) (A-29)

The gain isthe inverse of the square of the torque coefficient.
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